Inactivation of *Mycobacterium avium* Complex by UV Irradiation

Gwy-Am Shin,1* Jung-Keun Lee,1 Robert Freeman,2 and Gerard A. Cangelosi2

Department of Environmental and Occupational Health Sciences, University of Washington, 4225 Roosevelt Way NE, Suite 100, Seattle, Washington 981051, and Seattle Biomedical Research Institute, 307 Westlake Avenue N, Suite 500, Seattle, Washington 981092

Received 25 February 2008/Accepted 17 September 2008

The effectiveness of two major UV technologies against a highly prevalent species of *Mycobacterium avium* complex was investigated. Our study indicates that *M. avium* is much more resistant to UV irradiation than most waterborne pathogens and that it is one of the rare microorganisms that are highly resistant to both chemical and UV disinfection in water.

There is a growing concern about human exposure to *Mycobacterium avium* complex (MAC) through drinking water (16) due to its high resistance to most chemical disinfectants in water treatment processes (15) and its high prevalence in biofilms in water distribution systems (6). On the other hand, many water utilities in the United States are interested in UV disinfection as an alternative to conventional chemical disinfection in compliance with a recent U.S. federal regulation (the Long Term 2 Enhanced Surface Water Treatment Rule), due to its remarkable effectiveness against highly chlorine-resistant protozoan parasites, such as *Cryptosporidium parvum* and *Giardia lambia* (9, 12).

Despite the important public health implications of MAC and the anticipated widespread use of UV disinfection in drinking water treatment, little is known about the effectiveness of UV irradiation against MAC in water disinfection. Early studies of UV disinfection against MAC (5, 10) were performed with different purposes (control of airborne mycobacterial infection) and different experimental procedures (for air/surface disinfection), so it is difficult to determine the effectiveness of UV irradiation against the MAC in water disinfection. For example, there was no correction for UV absorption in suspending liquid in the early studies, which may result in overestimation of the UV doses delivered to the microorganisms. Also, there was no correction for distribution of UV irradiance across the irradiated surface and no use of collimated-beam UV apparatus (with irradiation in only one direction) in those studies, which makes it difficult to determine the true UV doses delivered to the microorganisms. Most importantly, the early studies were done with low-pressure (LP) UV irradiation alone and therefore provide no information on the effectiveness of another promising UV technology, medium-pressure (MP) UV irradiation. Therefore, we investigated the effectiveness of two major UV technologies (LP and MP UV) against one of the most prevalent species of MAC in water disinfection by using a standard UV apparatus and dosimetry in this study.

A clinical isolate of *M. avium* subsp. *hominissuis*, HMC02 (2), was chosen for this study. Two morphotypic clones, white transparent (WT) and white opaque (WO), were analyzed. These morphotypes are frequently isolated from patient samples (11) and from natural biofilm samples (7). The WT morphotype is the most virulent and multidrug-resistant form of MAC (3, 11). *M. avium* was grown and assayed with Middlebrook 7H10 agar containing oleic acid-albumin-dextrose-catalase enrichment and 0.5% glycerol as previously described (3). For UV disinfection, a small amount (~10⁶ CFU) of *M. avium* cells in early stationary phase was scraped from agar slants and suspended in 10 ml of phosphate-buffered saline (PBS; pH 7.4) in 15-ml conical tubes (BD Biosciences, Franklin Lakes, NJ). In order to disperse cells, cells were vortexed with glass beads (710 to 1,180 μm; Sigma Chemical Co., St. Louis, MO) for 1 min before UV irradiation.

The bench scale collimated-beam apparatus consisted of two 15-watt germicidal lamps (41 cm in length and 2.5 cm in width; model XX-15G; Spectroline, Westbury, NY) and a 400-watt MP UV lamp (11.5 cm in length and 2.5 cm in width; model 7825 immersion lamp; Hanovia Ltd., Slough, United Kingdom) for LP and MP UV, respectively. The distances from the UV lamps to the surfaces of the test suspensions were 37 and 104 cm for the LP and MP UV disinfection apparatus, respectively, and the lamps were mounted on top of the UV irradiation apparatus and provided with incident radiation perpendicular to the surface of the test suspension in 60-mm cell culture petri dishes. UV irradiance was measured with a calibrated International Light IL1700 radiometer (International Light Inc., Newburyport, MA). The delivered UV dose, accounting for the UV absorbance in the liquid and the depth of the suspension (0.255 cm), was calculated based on the measurement of the irradiance incident on the petri dishes, a series of correction factors (petri factor, reflection factor, water factor, divergence factor, sensor factor [for MP UV irradiation only], and germicidal factor [for MP UV irradiation only]) as described by Bolton and Linden (1), and the exposure time in seconds.

UV disinfection experiments were performed as previously described (12). Briefly, *Escherichia coli* type B and *M. avium* cells were mixed and diluted in PBS to give final concentrations of ~10⁶ CFU/ml. Aliquots of 5 ml each in 60-mm cell culture petri dishes were irradiated with the aforementioned collimat-

---

* Corresponding author. Mailing address: Department of Environmental and Occupational Health Sciences, University of Washington, 4225 Roosevelt Way NE, Suite 100, Seattle, WA 98105. Phone: (206) 543-9026, Fax (206) 543-8123. E-mail: gwyam@u.washington.edu.

† Published ahead of print on 26 September 2008.
ed-beam UV sources while the samples were stirred slowly on a magnetic stir plate. After predetermined exposure times (23 to 100 s for *M. avium*, depending on the UV dose applied), the samples were removed from the UV irradiation systems, diluted serially, and immediately plated for corresponding infectivity assays. All the experiments were conducted in dimmed light.

Statistical analysis of inactivation kinetics was performed by using SAS (SAS Institute Inc., Cary, NC) and EXCEL (Microsoft, Redmond, WA). Linear regression analysis was used to calculate the values for IT (UV intensity times exposure time) with EXCEL, and analysis of covariance (ANCOVA) was applied to compare the inactivation kinetics (slope difference) by use of the SAS General Linear Model procedure.

Figure 1 shows the kinetics of inactivation of *E. coli* B by both LP and MP UV irradiation based on four replicate experiments. The inactivations of *E. coli* B (the reference bacterium) by both LP and MP UV irradiation were very rapid (approximately first-order), and a 1-log$_{10}$ inactivation was achieved with a UV dose of $\sim 1.5$ mJ/cm$^2$. The inactivation kinetics of *E. coli* B in this study were similar to those in previous studies (4, 14, 17).

Figure 2 shows the kinetics of inactivation of the two *M. avium* morphotypes by LP UV irradiation based on three replicate experiments. The inactivations of both *M. avium* morphotypes were much slower than those of *E. coli* B, and a 1-log$_{10}$ reduction was achieved with a UV dose of $\sim 6$ mJ/cm$^2$. In order to achieve a significant inactivation (e.g., 4 log$_{10}$), a UV dose of more than 20 mJ/cm$^2$ (24 and 23 mJ/cm$^2$ for WT and WO morphotypes, respectively) was required. There was no statistically significant difference between the WT and WO morphotypes in their responses to LP UV irradiation (ANCOVA; $P = 0.97$).

The kinetics of inactivation of the two *M. avium* morphotypes by MP UV irradiation (Fig. 3) was similar to that by LP UV irradiation. That is, the inactivations of both *M. avium* morphotypes by MP UV irradiation were also slow (1-log$_{10}$ reduction with a UV dose of $\sim 6$ mJ/cm$^2$), and a UV dose of more than 20 mJ/cm$^2$ (22 and 20 mJ/cm$^2$ for WT and WO morphotypes, respectively) was required to achieve a 4-log$_{10}$ inactivation. Again, there was no statistically significant difference between the WT and WO morphotypes in their responses to MP UV irradiation (ANCOVA; $P = 0.93$), and there was no statistically significant difference between the two different UV technologies in terms of their effectiveness against the two morphotypes (ANCOVA; $P = 0.17$ and 0.10 for WT and WO morphotypes, respectively).

It is difficult to directly compare the results of the current study to those of the early studies (5, 10) because the early studies were performed with different purposes and different experimental procedures. Nonetheless, the UV dose needed to achieve a 1-log$_{10}$ inactivation of *M. avium* HMC02 in the current study ($\sim 6$ mJ/cm$^2$) was higher than that needed for *M. avium* DM9 (3.5 mJ/cm$^2$) (10) but lower than that needed for *M. avium-intracellulare* T-931-72 (7 mJ/cm$^2$) (5). Among waterborne pathogens, the UV dose needed to achieve a 4-log$_{10}$ inactivation of *M. avium* HMC02 was much higher than those needed for all the other pathogenic bacteria studied so far (8, 13). In fact, *M. avium* HMC02 is much more resistant than most protozoan parasites and pathogenic bacteria and as resistant as many pathogenic viruses but not rotaviruses or adenoviruses (8, 13).

Overall, the results of this study indicate that *M. avium* is quite resistant to UV (both LP and MP UV) disinfection in water. *M. avium* appears to be one of the rare microorganisms that are highly resistant to both chemical and UV disinfection.
in water treatment processes. It is plausible that water disinfection may select MAC over less resistant competitor microorganisms and thereby facilitate the colonization of MAC in water distribution systems, which could increase human exposure to MAC through drinking water. Further studies of different species of MAC and more effort to develop effective control measures against MAC in water treatment processes are needed before the anticipated widespread implementation of UV disinfection.

This research was supported by Cooperative Agreement no. 83303001-0 and grant R833011 from the U.S. Environmental Protection Agency.

REFERENCES